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ANCHOR NOTES:

10.
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13.
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SPANS AND LOADS SHOWN HERE ARE FOR DETERMINING ANCHOR SPACING ONLY. ALLOWABLE HR ACCORDION SHUTTER
SPANS FOR SPECIFIC LOADS MUST BE LIMITED TO THOSE SHOWN IN TABLE 1.

AN EFFECTIVE WIND AREA OF 10 SQ. FT. SHALL BE USED FOR DETERMINING WIND LOADS FOR ANCHORS.

ENTER ANCHOR SCHEDULE BASED ON THE EXISTING STRUCTURE MATERIAL, ANCHOR TYPE AND EDGE DISTANCE. SELECT
DESIGN LOAD GREATER THAN OR EQUAL TO NEGATIVE DESIGN LOAD ON SHUTTER AND SELECT SPAN GREATER THAN OR
EQUAL TO SHUTTER SPAN.

SEE MOUNTING SECTION DETAILS FOR IDENTIFICATION OF CONNECTION TYPE.

EXISTING STRUCTURE MAY BE CONCRETE, HOLLOW CONCRETE BLOCK OR WOOD FRAMING. REFERENCE ANCHOR SCHEDULE
FOR PROPER ANCHOR TYPE BASED ON TYPE OF EXISTING STRUCTURE.

ANCHORS SHALL BE INSTALLED IN ACCORDANCE WITH MANUFACTURERS' RECOMMENDATIONS.
MINIMUM EMBEDMENT AND EDGE DISTANCE EXCLUDE WALL FINISH OR STUCCO.

WHERE EXISTING STRUCTURE IS POST-TENSIONED CONCRETE CONTRACTOR SHALL LOCATE CABLES PRIOR TO ANCHORING
AND COORDINATE ANCHORAGE SUCH THAT CABLES ARE NOT DAMAGED.

WHERE EXISTING STRUCTURE IS WOOD FRAMING, WOOD FRAMING CONDITIONS VARY. FIELD VERIFY THAT FASTENERS ARE
an.momw >omocw._.m WOOD FRAMING MEMBERS, NOT PLYWOOD. FASTENING TO PLYWOOD IS ACCEPTABLE ONLY FOR SIDE
LOSURE PIECES.

WHERE LAG SCREWS FASTEN TO NARROW FACE OF STUD FRAMING, FASTENER SHALL BE LOCATED IN CENTER OF NOMINAL 2" x
4" (MIN.) WOOD STUD. 3/4" EDGE DISTANCE IS ACCEPTABLE FOR WOOD FRAMING. WOOD STUD SHALL BE "SOUTHERN PINE"
G=0.42 OR GREATER DENSITY. LAG SCREWS SHALL HAVE PHILLIPS PAN HEAD OR HEX HEAD.

MACHINE SCREWS SHALL HAVE MINIMUM OF 1/2" ENGAGEMENT OF THREADS IN BASE ANCHOR AND MAY HAVE EITHER A PAN
HEAD, TRUSS HEAD, OR WAFER HEAD (SIDEWALK BOLT), U.O.N.

_H_ DESIGNATES ANCHOR CONDITIONS WHICH ARE NOT ACCEPTABLE USES.

§ TO THE APPROPRIATE AGENCY WILL FOLLOW.
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